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PREFACE 

This Standard was prepared by the Standards Australia Committee FP-008, Fire Service 

Pumps, to supersede AS 2941—2002. 

Maintenance requirements for fire pumpsets are given in AS 1851, Maintenance of fire 

protection systems and equipment (Section 3: Fire pumpsets). 

The symbols used in this Standard comply with those given in HB 20, Graphical symbols 

for fire protection drawings, and have been developed from ISO Standards. The typical 

illustrations are in diagrammatic form only. 

The terms ‘normative’ and ‘informative’ have been used in this Standard to define the 

application of the appendix to which they apply. A ‘normative’ appendix is an integral part 

of a Standard, whereas an ‘informative’ appendix is only for information and guidance. 

Notes and Commentaries 

The use of Notes in this Standard is of an advisory nature only. They provide explanations 

and guidance on recommended design consideration or technical procedures, as well as an 

informative cross-reference to other documents or publications. 

This Standard incorporates a commentary on some of the clauses. The commentary directly 

follows the relevant clause, is designated by ‘C’ preceding the clause number and is printed 

in italics in a box. The commentary is for information and guidance. 
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