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Foreword 

This CENELEC Workshop Agreement has been drafted and approved by a Workshop of representatives of 
interested parties by correspondence on 2013-03-18, the constitution of which was supported by CENELEC 
following the public call for participation made on 2011-09-21. 

A list of the individuals and organizations which supported the technical consensus represented by the 
CENELEC Workshop Agreement is available to purchasers from the CEN-CENELEC Management Centre. 
These organizations are as follows: 

Participating Companies/Participants 
This CEN-CENELEC Workshop Agreement was developed by: 

Cellstrom Austria Adam Whitehead 
DICP China Huamin Zhang 
Enervault USA Bret Adams 
Fraunhofer ICT Germany Jens Noack 
Innovation Core USA Erica He 
JOFEMAR S.A. Spain Beatriz Ruiz Castello 
Lyenergy China Hunter Zhou 
MEMC USA Babu Chalamala 
New South Innovations  Australia  Chris Menictas 
Next Energy Germany Jan Austing 
PNNL USA Vilayanur Viswanathan 
Prudent Energy Canada Gary Lepp 
Redflow Australia Chris Winter 
REDT UK John Samuel 
Resenergie / Ironflow Spain Vicent Garcia i Llorens 
Rongke Power China Dong Wang 
Sandia USA Summer Ferreira 
Schmid Germany Mirko Frank 
SGL Carbon Germany Dirk Schneider 
Swanbarton UK Anthony Price 
Tecnalia Spain Alberto Garcia 
ZBB Australia Peter Lex 
 
With the collaboration of: 
Jill Cainey, Nathan Coad, Martin Dennenmoser, Juan Escudero, Peter Fischer, Mirko Frank, Eva Maria 
Hammer, Craig Horne, Bjorn Jonshagen, Lidiya Komsiyska, Meinert Lewerenz, Ronald Mosso, Peter Ridley, 
Martha Schreiber, Thorsten Seipp, Kim Soowhan, Georgios Tsotridis, Xiaoli Wang, Wolfgang Winkler, Stefan 
Woehner, Susan Zhang 

Chairman: Anthony Price Swanbarton UK  
Secretary: Richard Valenta OVE AT 
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The CENELEC Workshop Agreement is a technical agreement, developed by an open workshop structure 
within the framework of CENELEC and owned by CENELEC as a publication, which reflects the consensus of 
only the registered participants responsible for its contents. The Workshop Agreement therefore does not 
represent the level of consensus and transparency required for a European Standard (EN) and is not 
designed to support legislative requirements (e.g. the New Approach) or to meet market needs where 
significant health and safety issues are to be addressed. It is instead designed to offer market players a 
flexible and timely tool for achieving a technical agreement where there is no prevailing desire or support for a 
standard to be developed. 

The formal process followed by the Workshop in the development of the CENELEC Workshop Agreement has 
been endorsed by the National Members of CENELEC but neither the National Members of CENELEC nor the 
CEN-CENELEC Management Centre can be held accountable for the technical content of the CENELEC 
Workshop Agreement or possible conflict with standards or legislation. This CENELEC Workshop Agreement 
can in no way be held as being an official standard developed by CENELEC and its members. 

The final review/endorsement round for this CWA was started on 2013-02-13 and was successfully closed on 
2013-03-18.The final text of this CWA was submitted to CENELEC for publication on 2013-03-18. 

This CENELEC Workshop Agreement is publicly available as a reference document from the National 
Committees of the following countries: Austria, Belgium, Bulgaria, Croatia, Cyprus, Czech Republic, Denmark, 
Estonia, Finland, Former Yugoslav Republic of Macedonia, France, Germany, Greece, Hungary, Iceland, 
Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Romania, 
Slovakia, Slovenia, Spain, Sweden, Switzerland, Turkey and the United Kingdom. 

Comments or suggestions from the users of the CENELEC Workshop Agreement are welcome and should be 
addressed to the CEN-CENELEC Management Centre. 
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Introduction 

Flow Battery Hierarchy 

This CENELEC Workshop Agreement (CWA) covers a number of separate types of Flow Batteries and Flow 
Battery Energy Storage Systems 

Flow Batteries used for experimental, work, research, development, design or laboratory purposes are outside 
the scope of this Workshop Agreement. For purposes of this CWA, systems have been grouped into a 
hierarchy with three broad categories, based on their physical configuration: 

Packaged Systems: Self-contained units, packaged, sold and installed as a single unit containing all 
parts of the Flow Battery, including the power conversion system, all contacts 
and fittings for connection to the local AC electricity network. Packaged systems 
may also be supplied as detailed above but configured for use on an off-grid AC 
or DC system. 

Such devices will tend to be at the smaller power and energy levels. The user 
has restricted access to the Flow Battery Energy Storage System within the 
packaging. Examples include small Flow Battery devices designed for use as 
standalone installations for remote telecom systems. 

Containerised systems: Units designed and packaged in shipping (ISO) containers, or similar large scale 
enclosures. The system is factory assembled, the containers are transported to 
the operating site, and installed in their as-supplied condition, with minimal on-
site installation works. 

Containerised systems may be supplied with the power conversion system or 
without a power conversion system and this latter unit would be configured for 
connection to a power conversion system or other electrical connection. 

Large-scale installations: Installations, which may use a generic or specific design for an individual 
installation. These systems may be assembled from individual components listed 
in 3.34 or from sub-assemblies such as skid mounted modules complete with 
associated pipes, pumps, valves and sensors. 

Flow Battery types 

There are a number of different types of Flow Batteries, using different electrochemistries and layouts. 
Manufacturers may supply from a standard product range, or supply customised or bespoke Systems. Users 
of this CWA are advised to consult up-to-date references for details of each type of Flow Battery. 

NOTE The definition of a Flow Battery is given in Section 3.34 of this CWA. 
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