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Foreword 

 
The text of document 95/316/FDIS, future edition 2 of IEC 60255-27, prepared by IEC/TC 95 
"Measuring relays and protection equipment" was submitted to the IEC-CENELEC parallel vote and 
approved by CENELEC as EN 60255-27:2014. 

The following dates are fixed: 

• latest date by which the document has 
to be implemented at national level by 
publication of an identical national 
standard or by endorsement 

(dop) 2014-09-28 

• latest date by which the national 
standards conflicting with the 
document have to be withdrawn 

(dow) 2016-11-19 

 

This document supersedes EN 60255-27:2005. 

EN 60255-27:2014 includes the following significant technical changes with respect to EN 60255-
27:2005: 
 
a) The removal of tables and diagrams which are from other standards and referring instead 
directly to the source standard. 
b) All aspects of EN 60255-5 have been covered and this standard can be withdrawn. 
c) Ambiguity within the standard has been removed. 
 
Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC [and/or CEN] shall not be held responsible for identifying any or all such 
patent rights. 
 
This standard covers the Principle Elements of the Safety Objectives for Electrical Equipment 
Designed for Use within Certain Voltage Limits (LVD - 2006/95/EC). 

Endorsement notice 

The text of the International Standard IEC 60255-27:2013 was approved by CENELEC as a European 
Standard without any modification. 

In the official version, for Bibliography, the following notes have to be added for the standards 
indicated: 

IEC 60068-3-4:2001 NOTE   Harmonized in EN 60068-3-4:2001 (not modified) 

IEC 60112:2003 NOTE   Harmonized in EN 60112:2003 (not modified) 

IEC 60127-1 NOTE   Harmonized in EN 60127-1 

IEC 60255-5:2000 NOTE   Harmonized in EN 60255-5:2000 (not modified) 

IEC 60384-14:2013 NOTE   Harmonized in EN 60384-14:2013 (not modified) 

IEC 60695-2-12 NOTE   Harmonized in EN 60695-2-12 

IEC 60695-2-13:2010 NOTE   Harmonized in EN 60695-2-13:2010 (not modified) 

IEC 61558 (series) NOTE   Harmonized in EN 61558  (series) 

IEC 61810-1:2008 NOTE   Harmonized in EN 61810-1:2008 (not modified) 
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Annex ZA  
(normative) 

 Normative references to international publications 
with their corresponding European publications 

  
The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies.  
  
NOTE   When an international publication has been modified by common modifications, indicated by (mod), the relevant EN/HD 
applies.  
  
Publication Year Title EN/HD Year 
  

IEC 60050 (series)  International Electrotechnical Vocabulary - 
Part 103: Mathematics - Functions 

-  
 

  

IEC 60085  Electrical insulation - Thermal evaluation and 
designation 

EN 60085  
 

  

IEC 60255-1  Measuring relays and protection equipment - 
Part 1: Common requirements 

EN 60255-1  
 

  

IEC 60255-21-1  Electrical relays - Part 21: Vibration, shock, 
bump and seismic tests on measuring relays 
and protection equipment - Section 1: 
Vibration tests (sinusoidal) 

EN 60255-21-1  

 

  

IEC 60255-21-2  Electrical relays - Part 21: Vibration, shock, 
bump and seismic tests on measuring relays 
and protection equipment - Section 2: Shock 
and bump tests 

EN 60255-21-2  

 

  

IEC 60255-21-3  Electrical relays - Part 21: Vibration, shock, 
bump and seismic tests on measuring relays 
and protection equipment - Section 3: Seismic 
tests 

EN 60255-21-3  

 

  

IEC 60255-26 2013 Measuring relays and protection equipment - 
Part 26: Electromagnetic compatibility 
requirements 

EN 60255-26 
+ AC:2013 

2013 

 

  

IEC 60352-1 
 

 Solderless connections - Part 1: Wrapped 
connections - General requirements, test 
methods and practical guidance 

EN 60352-1  

 

  

IEC 60352-2  Solderless connections - Part 2: Crimped 
connections - General requirements, test 
methods and practical guidance 

EN 60352-2  

 

  

IEC 60417 Data-
base 

Graphical symbols for use on equipment    
 

  

IEC 60529 
+A1 

1989 
1999 

Degrees of protection provided by enclosures 
(IP Code) 

EN 60529 
+ corr. May  
+A1 

1991 
1993 
2000 

 

  

IEC 60664-1 2007 Insulation coordination for equipment within 
low-voltage systems - Part 1: Principles, 
requirements and tests 

EN 60664-1 2007 

 

  

IEC 60664-3 2003 Insulation coordination for equipment within 
low-voltage systems - Part 3: Use of coating, 
potting or moulding for protection against 
pollution 

EN 60664-3 2003 
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Publication Year Title EN/HD Year 
IEC/TS 60695-2-20  Fire hazard testing - Part 2-20: Glowing/hot 

wire based test methods - Hot-wire coil 
ignitability - Apparatus, test method and 
guidance 

- - 

 

  

IEC 60695-11-10  Fire hazard testing - Part 11-10: Test flames - 
50 W horizontal and vertical flame test 
methods 

EN 60695-11-10  

 

  

IEC 60825-1  Safety of laser products - Part 1: Equipment 
classification and requirements 

EN 60825-1  
 

  

IEC 60990 1999 Methods of measurement of touch current and 
protective conductor current 

EN 60990 1999 
 

  

IEC 61010-1 
 

2010 
 

Safety requirements for electrical equipment 
for measurement, control and laboratory use - 
Part 1: General requirements 

EN 61010-1 2010 

 

  

IEC 61032 
 

 Protection of persons and equipment by 
enclosures - Probes for verification 

EN 61032  
 

  

IEC 61140  Protection against electric shock - Common 
aspects for installation and equipment 

EN 61140  
 

  

IEC 61180-1 1992 High-voltage test techniques for low-voltage 
equipment - Part 1: Definitions, test and 
procedure requirements 

EN 61180-1 1994 

 

  

IEC 61180-2  High-voltage test techniques for low-voltage 
equipment - Part 2: Test equipment 

EN 61180-2  
 

  

IEC 62151 
 

 Safety of equipment electrically connected to 
a telecommunication network 

- - 
 

  

ISO 7000  Graphical symbols for use on equipment - 
Registered symbols 

- - 
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 
____________ 

 
MEASURING RELAYS AND PROTECTION EQUIPMENT –  

 
Part 27: Product safety requirements 

 
FOREWORD 

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 60255-27 has been prepared by IEC technical committee 95: 
Measuring relays and protection equipment. 

This second edition cancels and replaces the first edition published in 2005. This edition 
constitutes a technical revision. 

This edition includes the following significant technical changes with respect to the previous 
edition. 

a) The removal of tables and diagrams which are from other standards and referring instead 
directly to the source standard. 

b) All aspects of IEC 60255-5 have been covered and this standard can be withdrawn. 
c) Ambiguity within the standard has been removed. 
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The text of this standard is based on the following documents: 

FDIS Report on voting 

95/316/FDIS 95/318/RVD 

 
Full information on the voting for the approval of this standard can be found in the report on 
voting indicated in the above table. 

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.   

A list of all parts in the IEC 60255 series, published under the general title Measuring relays 
and protection equipment, can be found on the IEC website. 

The committee has decided that the contents of this publication will remain unchanged until 
the stability date indicated on the IEC web site under "http://webstore.iec.ch" in the data 
related to the specific publication. At this date, the publication will be  

• reconfirmed, 
• withdrawn, 
• replaced by a revised edition, or 
• amended. 
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INTRODUCTION 

In order to demonstrate that the equipment is safe, it was previously necessary to refer to 
general safety standards such as IEC 61010-1 in addition to IEC 60664-1. 

These general safety standards specify requirements for general product types or product 
families in order to reduce the risk of fire, electric shock or injury to the user. The product 
types do not include measuring relays and protection equipment. These standards also take 
into account single-fault conditions.  

Reference to all these various standards created confusion due to conflicting requirements, 
for example, different clearances, creepage distances and test voltages etc., for the same 
rated voltages. 

The aim of this standard is: 

• to remove confusion due to conflicting requirements between existing standards; 

• to achieve a uniform approach throughout the international industry for measuring relays 
and protection equipment. 

This product safety standard for measuring relays and protection equipment takes the general 
product safety standards and IEC 60664-1 as the base, defining those issues specific to 
measuring relays and protection equipment. 
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MEASURING RELAYS AND PROTECTION EQUIPMENT –  
 

Part 27: Product safety requirements 
 
 
 

1 Scope  

This part of the IEC 60255 series describes the product safety requirements for measuring 
relays and protection equipment having a rated a.c. voltage up to 1 000 V with a rated 
frequency up to 65 Hz, or a rated d.c. voltage up to 1 500 V. Above these limits, IEC 60664-1 
is applicable for the determination of clearance, creepage distance and withstand test voltage. 

This standard details essential safety requirements to minimize the risk of fire and hazards 
caused by electric shock or injury to the user. 

This standard does not cover the safety requirements of installations. It does cover all the 
ways in which the equipment may be mounted and used in cubicles, racks and panels, and 
also retesting. This standard also applies to auxiliary devices such as shunts, series resistors, 
transformers, etc., that are used in conjunction with measuring relays and protection 
equipment and are tested together.  

Ancillary equipment used in conjunction with measuring relays and protection equipment may 
need to comply with additional safety requirements. 

This standard is intended to describe only product safety requirements; therefore, functional 
performance of the equipment is not covered. 

Functional safety requirements, including EMC functional safety, are not covered by this 
standard. Functional safety risk analysis is not within the scope of this product safety 
standard.  

This standard does not specify the implementation of individual equipment, circuits and 
components. 

The object of this standard is to have a comprehensive standard that covers all aspects of 
product safety and the related type and routine tests, for measuring relays and protection 
equipment. 

This standard applies to equipment designed to be safe at least under the following 
environmental conditions: 

– indoor use; 
– altitude up to 2 000 m, in accordance with IEC 60255-1; 
– external operating temperature range, in accordance with IEC 60255-1; 
– maximum external relative humidity 95 %, non-condensing, in accordance with 

IEC 60255-1; 
– supply fluctuations in accordance with IEC 60255-1; 
– applicable supply overvoltage category; 
– external pollution degree 1 and external pollution degree 2. 

The equipment will normally be installed in a restricted access area within a power station, 
substation or industrial/retail environment. The environmental conditions specified for the 
equipment in IEC 60255-1 apply. This standard considers the normal environmental 

I.S. EN 60255-27:2014
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conditions of corrosion caused by humidity but does not cover corrosion by atmospheric 
pollution. 

It is assumed that access to the equipment during installation, maintenance, normal service 
and decommissioning is restricted to users aware of working procedures necessary to ensure 
safety.  

This product safety standard takes precedence over general standards for matters of safety. 

2 Normative references 

The following documents, in whole or in part, are normatively referenced in this document and 
are indispensable for its application. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any 
amendments) applies. 

IEC 60050 (all parts), International Electrotechnical Vocabulary (available at 
<http://www.electropedia.org> 

IEC 60085, Electrical insulation – Thermal evaluation and designation 

IEC 60255-1, Measuring relays and protection equipment – Part 1: Common requirements 

IEC 60255-21-1, Electrical relays – Part 21: Vibration, shock, bump and seismic tests on 
measuring relays and protection equipment – Section One: Vibration tests (sinusoidal) 

IEC 60255-21-2, Electrical relays – Part 21: Vibration, shock, bump and seismic tests on 
measuring relays and protection equipment – Section Two: Shock and bump tests 

IEC 60255-21-3, Electrical relays – Part 21: Vibration, shock, bump and seismic tests on 
measuring relays and protection equipment – Section 3: Seismic tests 

IEC 60255-26:2013, Measuring relays and protection equipment – Part 26: Electromagnetic 
compatibility requirements 

IEC 60352-1, Solderless connections – Part 1: Wrapped connections – General requirements, 
test methods and practical guidance 

IEC 60352-2, Solderless connections – Part 2: Crimped connections – General requirements, 
test methods and practical guidance 

IEC 60417, Graphical symbols for use on equipment. Available at: http://www.graphical-
symbols.info/equipment 

IEC 60529:1989, Degrees of protection provided by enclosures (IP Code)  
Amendment 1:19991 

IEC 60664-1:2007, Insulation coordination for equipment within low-voltage systems – Part 1: 
Principles, requirements and tests 

IEC 60664-3:2003, Insulation coordination for equipment within low-voltage systems – Part 3: 
Use of coating, potting or moulding for protection against pollution  
Amendment 1:2010 

_______________ 
1  There exists a consolidated Edition 2.1 (2001) that includes Edition 2.0 and its Amendment 1. 
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